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¢islo protokolu/nr.of report: 125/1/2019/2.8/ZV
dennik cislo/nr. of diary: 1/2019/2.8/ZV

ZATAZOVACIA SKUSKA DYNAMICKOU DOSKOU / DYNAMIC LOADING TEST
Objednavatel/Customer; Palkovi¢ - SK s.r.0. , Hiboké €. 244

Stavba/Project: SENICA - IBV Topol'ova -l.etapa Objekt/Building object: SO 02 - komunikacia
Stanicenie/Localization: km 0,000-0,160 Konétrukcia/Construcion; nasyp
Skasany material Tested material: 0/32 + 0/63 Poveternostné podmienky/Weather conditions: 26°C

Datum skisky/Test date: 26.06.2019
Datum vystavenia/Date of issue of the report: 03,07.2019
Metoda merania/Test method: STN 73 6192 Cislo SP/Nr. of TP: SP-2.8
Meraci pristroj/Measuring instrument: Lahké dynamicka doskal Dynamic Loading plate Ev.karta meradla/Card of instrument: ZV 17

Technické adaje/Technical specifications
Kalibracia dynamickej dosky podra statickej zatazovacej skisky na zaklade/ Calibration of the dynamic plate according to the static loading test based on; STN 736133

Vyrobca/Praducent: Jablonica

Korelacia pre dany typ materialu/Correlation for a given type of material; E 42= E y4X 2,0
VYSLEDKY SKUSOK/RESULTS OF TESTS

cislo miesta Miesto merania Dynamicky modul deforméacie Modul deformacie Minimalna poZadovana hodnota Vyhovuje
nr. of place Place of test Dynamic deformation module Deformation module Minimum required value Correspond
E, s (MPa) Eg, (MPa) (MPa)

1 km 0.040 P 425 85,0 AlY

2 km 0,070 L 374 74,8 AlY

3 km 0,100 Os 34,1 68,2 AY

4 km 0,130 L 45,6 91,2 AlY

5 km 0,150 Os 39,3 78,6 AlY
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Poznanky/Notes:
Vysledky skasok sa tykajt predmetu skisky a nenahradzajii iné dokumenty. Protokol moze byl reprodukovany len cely, jeho Gast'len e skusobného laboratéria. /
The lest resuits relate fo the subject matter of the test and do not replace other documents. This reprort it is not aflowed fo reproduce I i ten permission of testing
laboratory. Enntrul
Neistoly merani st pristupné u vediiceho laboratéria a st vypocitané na zéklade interného predpisu./ Measurement uncertainties arq-ggajeyﬁﬁt&? ggqg' & the laboratory and are
calculated on the basis of an internal regulation. = ithochniancka 1/A. 831 04 Bratislava
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